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SECTION SF 30 BLOCK 14 CONTINUATION PAGE

SPECI FI CATI ONS

1. Standard Form 1442, Bl ock 10, Page 1442-101

After “SEVWER LI NE REHABI LI TATI ON, FORT PI CKETT, VIRG NI A’ delete
t he paragraph;

“The work includes: rehabilitation of approxi mately 105, 000
linear feet of 8 thru 30 inch gravity sanitary sewer
utilizing the cast-in-place nethod of rehabilitation and
repl acenent of approximately 9,500 linear feet of 6 thru
18" gravity sanitary sewer, one nediumsize |lift stations
with approximtely 7800 |.f. of 8" force nmin, the possible
option to replace an additional approxi mate 35,000 |i near
feet of 6 and 8-inch, rehabilitation of approximtely 4,200
vertical linear feet of sanitary sewer manhol es,

repl acenent of approximtely 10 manhol es, and al

associ ated work.”

and add the follow ng paragraph:

"The work includes: rehabilitating approximately 111, 140
linear feet of 8 thru 30 inch gravity sanitary sewer
utilizing the cast-in-place nethod of rehabilitation and
repl acenent of approximately 8,870 linear feet of 6 thru
12" gravity sanitary sewer, one nediumsize |ift station

wi th approximately 4216 |inear feet of 6" force main, the
possi bl e option to replace an additional approxi nate 34,100
linear feet of 6 inch service |laterals (and associ at ed

cl ean-outs), rehabilitation of approximately 451 sanitary
sewer manholes (for a total of approximtely 4,200 verti cal
linear feet of rehabilitation), replacenent of

approxi mately 17 manhol es, and all associated work as
specified in the drawi ngs and docunents.”

2. On page 3 of 113, under Bid Item 0001, replace the
SUPPLI ES/ SERVI CES description with the foll ow ng:

“FFP. Reline existing 8 sanitary sewer pipe, conplete,
including all work incidental thereto as shown on the
drawi ngs and as specified, exclusive of bid itens 2 thru
19.”
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3. On page 3 of 113, insert the followi ng before Item 0001

“BASE BID I TEMS - The U. S. ARMY CORPS OF ENG NEERS, NORFOLK
DISTRICT will receive sealed bids for the furnishing of al
equi pment, labor and materials and the perform ng of al
work for this project. The work includes: rehabilitating
approximately 111,140 linear feet of 8 thru 30 inch gravity
sanitary sewer utilizing the cast-in-place nethod of
rehabilitation and repl acenent of approximately 8,870
linear feet of 6 thru 12" gravity sanitary sewer, one
mediumsize lift station with approximately 4216 |inear

feet of 6" force nmain, the possible option to replace an
addi ti onal approximate 34,100 linear feet of 6 inch service
| aterals (and associ ated cl ean-outs), rehabilitation of
approxi mately 451 sanitary sewer manholes (for a total of
approxi mately 4,200 vertical linear feet of

rehabilitation), replacenent of approximtely 17 manhol es,
and all associated work as specified in the draw ngs and
docunents. "

4. Begi nning on page 6 of 113, Bid Itens 0009, 0010, 0011, and
0012 are edited by adding the phrase “/Install new after the
first two words “Repl ace existing”. The new phrase will be
“Repl ace existing/lInstall new'.

5. On page 7, Bid Item 0013, change the Unit to Vertical Linear
Feet and change the FFP description to include “manhol e franes
and covers”.

6. On Page 9, Bid Item 0017, after “Repair road cuts” add “for
all utility line new work, rehab, and/or replacenent work,”

7. On Page 9, Bid Item 0018, after “including” add “all road cut
repairs and”.

8. On Page 10, Bid Item 0019, after “including” add “all road cut
repairs and”.

9. On Page 10, Bid Item 0020, Replace “BAE’" with “BASE".
10. Page 18, DELETE FAR 52.2125-20 in its entirety.
11. On page 110, under “52.236-14 AVAI LABILITY AND USE OF

UTILITY SERVICES", all utilities (except for the sewer
collection lines) have been privatized.
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Section 01451, Paragraph 3.8.6, Page 10 delete the | ast
sectioninits entirety and add the follow ng: “lIncluded in
this Contract is an express duty to conplete an interna
warranty inspection of all |ine sections which have undergone
rehabilitation or replacenent. The internal warranty
i nspection shall be initiated at the 10" month fol | owi ng fi nal
acceptance of the work. THI S | NFORVATI ON SHALL BE USED TO
DETERM NE WARRANTY COWPLI ANCE. Internal warranty inspection
shal | be conpleted as described in Section 02742.”

Section 01451, Para 3.8.6, Page 10 — After the |ast word
“specifications” in the first sentence, add the foll ow ng:
“Al'l extended warranties shall be transferable.”

Section 01500, replace Paragraphs 1.3.1
1.3.4 with the follow ng Paragraphs 1.3.1,

1.3.1 Tenporary Electricity

The Contractor shall nake all necessary arrangenents for
obtaining electric power for construction purposes. No
separate paynent for electric power for construction

pur poses or testing. Contractor shall coordinate with and
make paynents to Sout hside Electric Cooperative

1.3.2 Tenporary Sanitary Facilities

Contractor shall provide and maintain in a neat and
sanitary condition such accommodati ons for the use of his
enpl oyees as will conply with | aws and regul ati ons.

1.3.3 Tenporary Water Supplies

Tenporary Water Supplies: Witer for the work on this
project may be obtained fromexisting fire hydrants | ocated
t hroughout the project. Contractor shall neter water

usage. The contractor shall coordi nate water usage
procedures and paynents with the Town of Bl ackstone Uility
Department. At a mninmum the contractor shall provide a
nmet er and backfl ow preventer at each tenporary connecti on.

Section 01500, Paragraph 1.11, page 6 - Delete “fina
acceptance of the work” substitute the foll ow ng “COR revi ew
of warranty TV inspection is conplete.
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16. Section 01780, Paragraph 1.2.1.5, page 5 — Del ete paragraph
inits entirety.

17. Section 01780, Paragraph 1.3.1, Page 7, after the 8"
sentence following “full product warranty period”, add “All
extended warranties shall be transferable.”

18. Section 02220, Paragraph 3.4.1.2, page 4 - Add the
follow ng: “36 inch HDPE pi pe renoved near Wash Rack 12 shal
be sal vaged for the Governnent.

19. Section 02220, Paragraph 3.4.2, page 4 - Add the foll ow ng:
"Unreinforced concrete, asphalt, and excess soil nmay be
di sposed of on Post at a site designated by the COR "~

20. Section 02531, Paragraph 1.3, page 3 — Add the follow ng
sentence: “Any utility relocations required for installing new
pi pe at the proper slope shall be included in the price for
new pi pe installation.”

21. Section 02531, Paragraph’s 1.3.3, 1.3.4, 1.3.5, and 1.3.6
shall be renoved in their entirety and the foll ow ng added to
Paragraph 1.3.1: “Installed pipe shall include concrete for
any encasenents, cradles, or other simlar supports;
connections to existing manhol es; and wye branch connecti ons
to both existing and new sewer |ines.”

22. Section 02531, Paragraph 1.3.2, Page 3, the third sentence
shall be replaced with the following: “No extra paynment w ||
be made for drop manhol es.”

23. Section 02732, Paragraph 1.6.1, first sentence, page 2 -
the correct Contract C ause nunber is 52.0000-40009.

24. Section 02737, Paragraph 1.2 D — The second sent ence
“Substitution |iner systens nust receive approval fromthe COR
prior to the bid date in order to be considered as an equal .”
shall be deleted init’'s entirety.

25. Section 02742, Paragraph 3.3 A 2.; Page 5, delete the two
sentences in their entirety and add the follow ng: “Warranty
TV inspection shall be initiated at the 10'" nonth fol | owi ng
final acceptance of the work.”
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26. Section 02762, Para 3.4 D, Page 4- Delete the | ast
sentence, “lIn such cases obtain approval formthe COR for
extra hand excavation as specified in the Changes C ause.” and
add “In such cases excavation shall be perforned by hand at no
addi tional cost to the Governnent.”

27. Section 02960, PART 4 and Paragraph 4.1, Page 6 shall be
deleted inits entirety.

28. Section 11252, PART 2, Paragraph 2.1 Page 2, Delete “[Enter
Appropriate Subpart Title Here]2.01".

29. Section 11252, Paragraph 2.2. A Page 2, delete “two” in the
first sentence and “each” in the second sentence.

30. Section 11252, PART 2, Paragraph 2.2.J.1 (Mdttors), Page 12,
inthe third sentence, delete the word “m ni munf before “15
hor sepower ”.

31. Section 11252, PART 2, Paragraph 2.2.K 1. (Control Panel),
Page 13, delete the third paragraph, “The control panel shal
be equi pped to nonitor the incom ng power and shut down the
punp notors when required to protect the notors form danage
caused by phase reversal, phase |oss, |ow voltage, and voltage
unbal ance. An integral time delay shall be provided to
m nimze the nuisance trips. The notors shall automatically
restart when power conditions return to normal. Provide
normal | y opened contacts in the nonitor panel that will close
in the alarmcondition.” inits entirety.

32. Section 11252, PART 2, Paragraph 2.2.K. 5 (Mdtor Starters
and Associ ated Equi prment), Page 14, in the first sentence,
change “NEMA 3" to “NEMA 2”.

33. Section 11252, PART 2, Paragraph 2.2.L.1.6 “Automatic
Station Alternation”, Page 18, replace “Upon operator
sel ection of automatic alternation, the [evel controller shal
select the first two punps, then the second two punps, to run
as | ead punp for punping cycle. Alternation shall occur at the
end of a punping cycle.” with “ Upon operator selection of
automatic alternation, the level controller shall select the
first punp to run as the | ead punp. On the next cycle the
second punp shall run as the | ead punp. Alternation between
the punps shall occur at the end of each cycle.”
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34. Section 11252, PART 2, Paragraph 2.2.L.11 (Al arm and
Tel ephone Di al er), Page 20, replace this paragraph inits
entirety with the follow ng: “The alarm system (red |ight,
al arm horn and the tel ephone dialer) for the punp station
shall be activated for the followi ng conditions: (1) Generator
is on line (2) High water level is detected (3) Punps fails to
start once starters are energized (4) Punps overheat (5) Wen
generator goes into alarmnode (6) Wen line nonitoring relay
goes into alarm node. The tel ephone dialer (RACO s nodel
Ver batim or approved equal)) shall have a test function and
have battery backup. Contractor shall arrange for and
coordinate with the tel ephone conpany to provide service to
punp station. Contractor shall contact M. Fred Sanger (804)
292-3353 or the COR, when the installation of the dialer is
conplete, to programdialer.”

DRAW NGS

35. Sheet T-1 has been anended with the additi on of sheet VDOT
whi ch depicts the roadway system at Fort Pickett.

36. Sheet G-3 Revision “a” has been added. Wash Rack #12
i nvert has been rai sed.

37. Sheet PR-5 Revision “a” has been added. Twenty feet of
poi nt repair required on pipe segnent 66 to 58.

38. Sheet MHR-7 Revision “a” has been added. Manhol e 456 has
been del et ed.

39. Sheet MHR-8 Revi sion “a” has been added. Manhol e 718 Fr ane
and cover only replaced..no rehab.

NOTE: (1) The follow ng draw ngs are being sent to bidders
har d- copi ed:

C20; CG21; WWHR MR 1; MHR-2: MHR-3; MHR-4: MHR-5; PR AND
PR-1 THRU PR19.

(2) This procurenent is issued as a Request for Proposal
(RFP). Preaward information is requested to be provided in
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accordance with Sections 00100 and 00010; no eval uation factors
are included in this procurenent.



